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One D-Unit can connect to a maximum of 16 QBrick meters on the DISP port modbus network. Multiple
QBricks can also connect with another MODBUS host / master device on their other RS-485 port. Please
refer to the following diagram for a typical wiring example

Modbus line less than 1000M
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