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LUMINAIRE PHOTOMETRIC TEST REPORT

Eff: 15.19 1m/W

Imax (cd) 82.13

Total Flux 212.68
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ISOCANDELA DIAGRAM
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Imax:82.70(H1.0,V0.0)
 (At:C=90.0,Gamma=1.0)
UNIT: cd

10% 8.270
20% 16.54
30% 24.81
40% 33.08
50% 41.35
60% 49.62
70% 57.89
80% 66.16
90% 74.43

MAX = 82.701 
MIN = 34.789 
AVG = 64.444 
AVG/MAX = 0.78
MIN/MAX = 0.42
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AAI FIGURE

1m 248.13cm28.62,82.70lx

2m 496.27cm7.155,20.68lx

3m 744.40cm3.180,9.189lx

4m 992.53cm1.789,5.169lx

5m 1240.67cm1.145,3.308lx

Height Eavg,Emax DiameterAngle:102.26deg

Flux out:147.3 lm

NOTE: The Curves indicate the illuminated area and the average illumination 
when the luminaire is at different distance.
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ISOLUX DIAGRAM
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MOUNTING HEIGHT: 33'(10.0m)  3% 0.0248lx 0.002305fc

  5% 0.0414lx 0.003842fc

 10% 0.0827lx 0.007683fc

 30% 0.2481lx 0.02305fc

 50% 0.4135lx 0.03842fc
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PLANAR ILLUMINANCE CURVE

Planar Illuminance Curve
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