1. SUBSTRATE
2. SKYLIGHT CURB 2" X 8" OR MIN. 6" ABOVE FINISHED ROOF — —

3. INTERIOR DRYWALL

4. SPRAYED POLYURETHANE INSULATION (TECH GUARD)

5. TECH GUARD COATING SYSTEM

6. INSTALL 'Z' COUNTERFLASHING IF POLYURETHANE AND PROTECTIVE COATING
CANNOT BE APPLIED UNDER SKYLIGHT FRAME

NOTE: CURB MAY BE METAL (OPTIONAL VENTS)
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