miniQloset: Voltage and Communication Wiring Diagram

V-PWR: 120 VAC L-N (shown) or

up to 240 VAC L-L (not shown) RS-485 Bus to Data Collector
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Multiple miniQlosets: Voltage and Communication Wiring Diagram

RS-485 Bus to Data Collector

V-PWR: 120 VAC L-N (shown) or up to 240 VAC L-L (not shown)

RS-485 Bus to next miniQloset or repeater*

V-PWR to next miniQloset
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miniQloset 2EL.:

Top View
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CT Connectlon Wiring Diagram

Metering Point 1
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Metering Point 2
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Connector termination is the
same for all CT channels

¢ A single miniQloset 2EL supports a maximum of 24

metering points.

¢ Refer to manual for CT lead extention specs.
® All CT blocks follow the same CT termination pattern.
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miniQloset 3EL: CT Connection Wiring Diagram ABCN

Top View
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Notes:
¢ A single miniQloset 3EL supports a maximum of 16
metering points. Metering Point 3
e Refer to manual for CT lead extention specs.
¢ All CT blocks follow the same CT termination pattern. I_nl
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